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Wellcap (PVC)

Borehole wall

Solid riser pipe
(PVC)

Slotted PVC
well screen

Solid PVC
bottom section

Steel surface protector
with lock, cemented at least
2 feet below ground surface

Concrete surface seal
(sloped away from casing)

Annular seal
(Unhydrated bentonite, neat cement grout,
sand-cement grout, bentonite grout or
cement grout)

Bentonite hydraulic seal
(minimum 1 foot thickness)

Silica sand gravel pack
(extending appx. 2 feet
above top of well screen)
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Drawing 7-11 Typical monitoring well construction.


